
 
February 23, 2018 
 
Re: Georgetown/Scott County, Kentucky  
700/800MHz Project-25 Radio Network  
 
 
This Addendum No.1, to Georgetown/Scott County, Kentucky 700/800MHz Project-25 Radio 
Network, is hereby issued to provide clarification to the Proposal in the following particulars 
only, and is made a part of the Proposal document. 
 
 
1. There are several buildings listed as critical coverage in the RFP, and in order to give the 

most accurate response we would like to send a couple of our technicians into the 
schools and possibly some government buildings for readings. This should not be a long 
process and they are able to get the readings fairly quickly. Is this something that would 
be approved by the City/County, and if so please let me know who I need to contact to 
coordinate?  A second day of the pre-proposal conference was held to allow proposers 
to gather data for a building list requested.  The buildings visited were EMS HQ/City Fire 
Station 1, Scott County Fire Station 5, Scott County Fire Station 1/Emergency 
Management, Toyota Plant, Northern Elementary School, Eastern Elementary School, 
Stamping Ground Elementary School, and Scott County Detention Center. 

 
2. Would it be possible to be provided a copy of the needs assessment of the current radio 

system for the City Georgetown and Scott County that was performed by  Tusa please?  
The Phase 1 needs assessment report was made available and provided to any proposer 
requesting an electronic copy. 

 

3.  Will  the  county  please  provide  the locations  (street address  and/or coordinates) of 
open land  areas owned by the city of Georgetown and Scott County or lands of 
interests to the county for proposers to utilize as greenfield sites in their designs.  Will 
the county also confirm that the sites are not in violations of zoning ordinances or FAA 
regulations?  The proposer is required to determine if any proposed sites can meet all 
City, County, State, and Federal requirements.  An electronic copy of land owned by 
City/County will be provided. 

 

4.   Would you be willing to consider “Dispatch Only” proposals for the Georgetown/Scott 
County, Kentucky 700/800MHz Project-25 Radio Network bid?  No, however proposers 
can partner with other proposers to provide an integrated solution. 

 
 
 



5. Can the City/County please provide a .DWG version of the drawing to ensure the correct 
dimensions are received for development of the furniture design?  A .DWG version is 
not available.  Proposers visited the 911 center to gather any dimensions and was also 
provided the opportunity to view an accurate drawing with dimensions. 

6. As the CDR may be completed sometime ahead of the system being implemented, 
please  confirm if the City/County would be willing to have training conducted closer to 
the time of cutover to ensure students are able to maintain maximum knowledge of 
material learnt in preparation for the system transition.  Training will be determined by 
the customer and proposer upon award of the contract. 

 
7. Does the City/County have a training room available where consoles can be temporarily 

setup for training dispatchers? This would allow the students to use the same 
equipment they will be transition to during the system transition.  The City/County has 
rooms available at the Emergency Management or Georgetown Police Department 
locations. 

 
8. Please confirm training is required for one person. Also, to provide the most economical 

training for this one person, is the City/County willing to have the student travel to 
obtain this in depth training as they will have access to all the tools and materials to 
allow maximum knowledge gain.  Technical training should be considered for one 
person at the proposer location for technical training.  The technical training should be 
priced as optional for one person.  All other training should be identified for on-site, off-
site, or virtual training as offered by the proposer’s training program. 

 
9. Please confirm operational and maintenance training is required for one person as 

identified above or if it is for more than one individual; if so, please confirm the number 
of individuals who will require this training.  Maintenance training should be considered 
for one person at the proposer location for technical training.  The technical training 
should be priced as optional for one person.   Operational training should be identified 
for on-site, off-site, or virtual training as offered by the proposer’s training program. 

 
10. Please confirm training the number of students requiring operational and full 
 maintenance training.  Maintenance training should be priced optional for one student. 
 
11. Please confirm the number of students requiring Administrative and dispatcher training.  

Administrative training should be provided for two (2) persons.  Dispatcher training 
should be provided for eighteen (18) dispatchers. 

 
12. Please confirm the style of training to be provided; Train-the-Trainer or End User 

training.  If different for administers, supervisors, dispatchers or end-users please 
confirm.  Two (2) Administrators – train the user, Five (5) Supervisors – train the user, 
Eighteen (18) Dispatchers – train the user, Twenty (20) users – train the trainer. 

 



13. The subscriber list on page 227/242 of the RFP indicates 773 subscribers are to be 
 purchased. Please confirm that the 773 are to be priced out as part of the RFP pricing 
 response.  The list provided in the RFP is accurate and shows 773 subscribers. 
 
 
14. Please confirm the location of the fire stations.   
 

City Fire Station 1 – 141 South Broadway Georgetown, KY 
City Fire Station 2 – 200 Morgan Mill Road Georgetown, KY 
City Fire Station 3 – 101 Airport Road Georgetown, KY 
County Fire Station 1 – 2200 Cincinnati Pike, Georgetown, KY 
County Fire Station 2 – US Highway 32 towards Sadieville from US Highway 25 North 
County Fire Station 4 – 3217 Newtown Pike Georgetown, KY 
County Fire Station 5 – 101 Homestead Parkway Georgetown, KY 
Stamping Ground Fire Station 1 – 122 Springview Drive Stamping Ground, KY 

 
 
15. How many selected Smartphone users should the proposed Broadband Gateway 

support?  The proposer should identify the number of users their system can support.  
The City/County will identify license quantities based on the different levels the system 
can support. 

 
16. The City/County has provided a list of 25 locations. Please confirm if there are 20 or 25 

locations.  Twenty (20) Federal Signal DCFCT(B) Sirens with VHF receiver radios and two 
(2) Federal Signal Thunderbolt sirens that are tone activated only. 

 
17. Can the City/County please provide the existing documentation on the existing Mobile 
 Tornado Siren system?  Additional documentation is supplied with this addendum. 
 
18. Are there any existing backhaul or network connection that can be leveraged at 911 
 Dispatch Center or Emergency Management Center? No 
 
19. Please confirm the requirements for security systems.  Security systems are identified as 

cameras or door entry systems located at the tower sites. 
 
20. Can the City/County please provide an inventory, including make and model, of control 

stations that can be used for interoperability?  All equipment should be proposed as 
new for this RFP.  No reuse of equipment will be allowed. 

 
21. Are all identified Administrative Lines Analog? Yes. 
 
22. For the logger recorder expansion from 60 to 90 channels, what percentage of these 
 channels will be Radio (IP) or Analog?  All expansion should be consider for IP. 
 



23. Please confirm the quantity and size of monitors that will be placed on the requested 
dispatch furniture. There are currently 4 monitors (1-14” 911 Monitor, 1-16” Zetron 
Console Monitor, & 2-19” monitors Aegis/new World CAD Monitors). 

 
24. How many CPUs?  There are currently 3 computer CPU’s at each position. (1 – AT&T 

phones, 1 – Aegis CAD, 1 – Zetron). 
 
25. Is there any requirement for rack mount equipment? No. 
 
26. Per the RFP requirements for system capacity for current and future growth, can 

proposers select the size shelter that would meet the future needs of the City/County? 
If not, cost effective communications shelters are available with standard 9' H x 11'8" W 
interior dimensions. Would these interior dimensions be acceptable to the City/County?  
The proposers should provide a shelter that demonstrates the ability to house the 
proposed system and the growth capacity per the RFP specifications. 

 
27. What is the means by which the service outage will be reported? Is system monitoring 

to be provided by Contractor?  The proposer should identify how they will identify a 
service outage during the warranty and post warranty periods. 

 
28. Please clarify the difference from the Interoperability Links identified in the Pricing 

breakout for each Simulcast Site with the links identified in the table in Section 3.2.7 
(Page 50).  The links identified in Section 3.2.7 are the same links as identified in the 
pricing section.  The system/site design should reflect the best location for these links to 
be installed to communicate with the respective agency for interoperability. 

 
29. Would you be willing to consider “Dispatch and Logging Recorder Only” proposals for 

the Georgetown/Scott County, Kentucky 700/800MHz Project-25 Radio Network bid?  
No, however proposers can partner with other proposers to provide an integrated 
solution for dispatch or the logging recorder solution. 

 
30.   Can you please provide the manufacturer of the existing Siren System?  Federal Signal. 
 

31. Section 8.8 references Carpet (2x2 squares) for the 911 Center.  Is the current floor 
system a raised grid style? If yes, is the entire grid system required to be replaced? If no, 
can you please provide the manufacturer of the existing system in order to ensure 
compatibility?  What is the total square footage of carpet to be replaced?  The current 
floor is a raised grid type floor.  It is not anticipated for this grid system to be replaced.  
The dimensions provided for the 911 center should allow the proposer an accurate 
square footage for their proposed carpet tiles. 

 

 



32. The RFP specifies a 12 month-month implementation; however, the Coverage 
Acceptance Criteria described in paragraph 7.5 requires that testing only be scheduled 
during peak vegetation periods – June through September.  These requirements seem 
mutually exclusive unless the contract and NTP will be delayed into the July 2018 
timeframe or later. Please clarify.  It is anticipated the contract for this RFP will be 
awarded no later than July 2018.  With a twelve (12) month implementation period, this 
should allow the vendor the ability to complete the network during the vegetation cycle, 
sufficient to provide suitable coverage testing. 

 

33. Is OTAR, OTAP, and GPS location data equipment required for the system 
implementation?  Or are they only options to be described as listed in paragraph 6.1 
(page 86)?  As OTAR and GPS are minimum requirements for the subscribers, the system 
requirements are necessary to support these features. 

 

34. Please provide a closed contour boundary file (SHP or mif format) or the city area(s) 
required to be provided with 20db building coverage.  Files are to be provided in 
electronic format. 

 

35. Approximately how many buildings within this coverage area would require the 20db 
additional signal above street coverage levels?  All critical buildings identified in the RFP 
should meet the 20db in-building requirement. 

 

36. Referring to the Scott County Detention facility floor plan shown in Appendix D, how 
many of the rooms shown are partially or completely shielded from RF penetration by 
bars or mesh?  Testing was allowed in this building for the proposers to gain insight to 
the actual building losses for this structure.  It is unknown if any of the rooms have any 
type of shielding that might block RF signals. 

 

37. In paragraph 16.9, the Subscriber minimum configuration table groups Fire/EMS, but 
the subscriber quantities spreadsheet on page 227 indicates EMS portable should have 
Police/EMS configurations.  Please clarify.  Please refer to the minimum configuration 
tables for each respective agency.  Page 227 is just to identify quantities. 

 

38. We request a 30-day extension on the due date of the proposal.  No extension will be 
provided.  The due date and time will remain as Wednesday, March 14, 2018 at 4:00 PM 
EST. 

 

 



39. What are the bit error rate (BER) components of the coverage requirements?  Bit Error 
Rate (BER) is not a determining factor in the coverage acceptance testing.  However, 
proposers should use BER information that is gathered as a means to ensure the 
proposed simulcast solution is engineered appropriately and should present the data for 
information only to the City/County. 

 

40. Does the 100% coverage requirement in the detention center include all parts of the 
building, including interior closets and stairwells?  Yes. 

 

41. The RFP requires a local technician to responds on-site within one (1) hour for the 
corrective maintenance.  Also it requires that local technician be located within fifty (50) 
miles of Scott County to respond to failures or discharge of fire suppression system.  We 
respectfully request that these requirements be revised to state that the  “Local service 
provider will call-back or remotely acknowledge any alarms from the radio system 
within 30 minutes of receipt of any system issues and will dispatch technicians to be on-
site with four (4) hours if required”  The RFP requirements will not be modified or 
revised. 

 

42. Would the county verify the specified number of talkgroups and talkpaths required to 
be supported by the dispatch console system.  The consoles should be able to support 
all talkgroups on the proposed radio system. 

 

43. What kind of Zetron Fire Alerting system is currently in use?  What kind of interfaces are 
currently utilized and available at the City and County Fire Stations?  How many Fire 
Stations are in use?  The current Zetron Fire Alerting system was made available to all 
vendors during the site walks to determine how they are currently utilized.  The 
proposers should provide a Zetron Model 6203 IP Station Unit.  The City/County will 
provide the IP connection.  The proposer should provide a backup radio and antenna 
system for the backup or secondary path.  The City/County will provide the Station PA 
system and controls for any interfaces. 

  There are currently four (4) County Fire Stations, three (3) City Fire Stations, and one (1) 
Fire Station in Stamping Ground. 

 

44. 9.1.1:  This section requires a 0.8 PF factory test.  This is not available for a single phase 
unit.  Would need to be tested at 1.0 PF.  1.0PF is correct for a single phase machine. 

 



45. 9.1.1.2:  Start-up Service:  “Load test records shall be furnished to the city/county.”  Will 
a load bank be required or will a site load test suffice?  How long will the test need to 
be?  A load bank is required for this test.  The test should run for no less than 2 hours. 

 

46. 9.1.1.10:  Will the isolators called for be between the frame and the floor, or are internal 
isolators going to be acceptable?  Internal isolators are acceptable. 

 

47. Section 1.13.1.5F – Phasing of New Network: “Contractor shall provide all test 
equipment, diagnostic services, documentation, software, personnel, vehicles and other 
items as necessary to test the delivered and installed radio network in accordance with 
the Contract’s Test and Acceptance Plan.”  AND Section 7.5 Coverage Acceptance 
Criteria: “All test vehicles shall be provided by the City/County.” 

  Please confirm if all test vehicles are to be provided by the City/County or the 
Contractor.  The City/County will provide all test vehicles for the official Coverage 
Acceptance Test Plan.  If additional testing beyond that official test is required, the 
Contractor will be responsible for the test vehicles to complete that testing. 

 

48. Please confirm the number of Fire stations that need to be supported for Fire Station 
Alerting.  There are currently four (4) County Fire Stations, three (3) City Fire Stations, 
and one (1) Fire Station in Stamping Ground. 

 

49. If new towers are required, are Mat and Pier foundations acceptable?  The City/County 
will accept the design of the engineer of record. 
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GEORGETOWN-SCOTT CO. PLANNING COMMISSION
GEOGRAPHIC INFORMATION SYSTEM MAPPING
  COPYRIGHT, LIMITATION OF LIABILITY AND ACCURACY STATEMENT
  The following statement is applicable to all map products produced by the Georgetown-Scott County 
  Planning Commission Geographic Information System (GSCPCGIS).  All rights reserved.  
  No part of this map may be reproduced or transmitted in any form or by any means, electronic or 
  mechanical, including photocopying and recording, or by any information storage or retrieval system, 
  except as expressly permitted in writing by GSCPCGIS.
  LIMITATION OF LIABILITY:  GSCPCGIS has no indication or reason to believe that there are any 
  inaccuracies or defects of information incorporated in this work and make NO REPRESENTATIONS 
  OF ANY KIND, INCLUDING, BUT NOT LIMITED TO, THE WARRANTIES OR MERCHANTABILITY
  OR FITNESS FOR A PARTICULAR USE, NOR ARE ANY SUCH WARRANTIES TO BE IMPLIED, 
  WITH RESPECT TO THE INFORMATION OR DATA, FURNISHED HEREIN.  INFORMATION 
  SUPPLIED BY GSCPCGIS SHALL BE CONSIDERED GENERAL INFORMATION AND SHALL IN NO 
  MANNER, BE USED IN LIEU OF ACTUAL ENGINEERING OR SURVEY DATA, OR APPLICABLE 
  REGULATIONS AND REQUIREMENTS.  APPLICANT FURTHER WARRANTS THAT THE 
  INFORMATION PURCHASED SHALL BE USED EXCLUSIVELY FOR THE PURPOSE FOR WHICH 
  IT WAS CREATED.
  * Mapping available in digital or hard copy format in accordance with the adopted fee schedule and 
  standards set out in the Records Request Form.  
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